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The following _1_ page(s) are being faxed to you immediately following this cover sheet (for a 
total of _2_ pages). 

Notes concerning fax: 

Dear Geoff, 

The following page .consists of the letter faxed to myself from Kenned:y Equipment Co., Inc. 
It reviews the test of the tank monitoring s:ystem conducted on the E agle Stop & Save 
convenience store in Waeato, Washington on January 25, 1996. The tests indicate that the tank 
monitor is calibrated and operating within tolerance, and that all functions were normaL The 
tanks are numbered 1-3, with the #1 tank closest to the building, and the #3 tank furthest away. 
The products in the tanks are as follows : Tank I, Unleaded-Plus; Tank 2, Unleaded; Tank 3, 
Super Unleaded. If you have any questions or concerns, please call me. 

Thank you, 

Dustin Ramsey 
Vice-President 
''Cite 0..:r!fb r;:!}WY/) 
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IN REFERENCE TO THE T!DEL TANK MONITOR AT EAGLE STOP & SAVE 

WAPATO WASHINGTON. ON 01-25- 96 TilE TANK MONITOR WAS CHECKED FOR 

ALARMS AND ACCURACY . NO ALARMS WERE NOTED AT THAT TIME. ALSO AT 

THAT TIME TH£ TANK L~V£LS WERE CHECKED RESULTS ARE AS FOLLoWS, 

TANK t 1 SUPER UNLEAD STICK READING WERE 29.75 .. MONITOR 29.61" 

1'MfK t 2 UNLEAD STICK READINGS 81. 5'' MONitOR 83. 5" DIFP' 2" 
• 

TANK t 3 REGULAR STICK R£1U>IN<39 4?. 25'' MONITOR 47. 33'' 

AT THIS TIME THE TA.NK MONITOR WAS OPERATING WitHIN TOLERANCE. 

At .. L FONC'l'!ONS At !HIS TIME WERE NORMAL . 
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